


VENT TERMINATION CLEARANCES (CONT’D)

~N
(W] VENT TERMINAL (X) AIR SUPPLY INLET NI AREA WHERE TERMINAL 1S NOT PERMITTED
Canadian Installations1 ~ US Installations2 Canadian Installations1  US Installations2
A= Clearance above grade, I= Clearance to service
veranda, porch, deck, or 12-in (30cm) 12-in (30cm) 3ft (91cm) 61-in
regulator vent outlet
balcony
12-in (30cm) for g"””(::ge";):or J= ﬁlﬁifﬁ;‘.";r“;u""”.me 12-in (30cm) for 9-in (23cm) for
B= Clearance to window or appliances > 18‘)0OOBtuh inlet to buildin pgrythe appliances > 10,000 appliances > 10,000Btuh
door that may be open 10,000Btuh (3kW) and ’ . 9| Btuh (3kW) and < (3kW) and < 50,000Btuh
< 100,000 Btuh (30kw)  (3KW) and < 50,000 combustion airinletto 44 50 giyn (30kw)  (15kW)
’ Btuh (15kW) any other appliance ’
C= Clearance to permanent- - . K= Clearance to a me- 3ft (91cm) above if within
ly closed window 12-in (30cm) 12in (30cm) chanical air supply inlet 6t (1.83m) 10ft (3m) horizontally
D= Vertical clearance venti- L= Clearance above
lated soffit located above .
the terminal within a hor- paved sidewalk or
18-in 18-in paved driveway 7ft (2.13m) 7ft (2.13m)

izontal distance of 2 feet
(61cm) from the center
line of the terminal

located on public
property

M= Clearance under

E= Clearance fo unventilat- 18-in 18-in veranda, porch 12-in (30cm) t 12-in (30cm)

ed soffit deck, or balcony
F= Clearance to outside ) In accordance with the current CSA B149.1, Natural Gas and Propane
See previous page. 1 .
corner Installation Code
G= Clearance inside corner See previous page. 2 In Accordance with the current ANSI Z223.1/NFPA 54, National Fuel Gas Code

H= Clearance to each side 3ft (91cm) within a

of center line extended height 15ft (4.5m) A vent shall not terminate directly above a sidewalk or paved driveway that

above meter/regulator above the meter/regula- 3t (91cm) T is located between two single family dwellings and serves both dwellings
assembly tor assembly
N/ ) " e n Permitted only if veranda,, porch, deck, or balcony is fully open on a mini-

ATTENTION: Vinyl Soffit, Vinyl Ceiling, Vinyl Overhang T um of two sides beneath the floor.
Disclaimer . L . N For clearances not specified in ANSI Z223.1/NFPA 54 or CSA B149.1, one
Clearances are to heat resistant material (i.e. wood, metal). This of the following shall be indicated:
does not include vinyl. Empire Comfort Systems Inc. will not be
held responsible for heat damage caused from terminating under Clearance in accordance with local installation codes and the requirements of the
vinyl overhangs, vinyl ceilings or vinyl ventilated/unventilated soffits. gas supplier.
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GAS SUPPLY

The gas pipeline can be brought in through the right side of the
fireplace. The fireplace has a Flexline with shut-off valve located
on the right side when facing the fireplace. See Figures 7.
Consult the current National Fuel Gas Code, ANSI Z223.1 CAN/
CGA-B149 (.1 or .2) installation code.

A CAUTION

Never use plastic pipe. Check to confirm whether your local
codes allow copper or galvanized tubing.

The fireplace must be isolated from the gas supply piping

system by closing its individual manual shut-off valve during any
pressure testing of the gas supply piping system at test pressures
equal to or less than 1/2 psig (3.5kPa).

A WARNING

If one of the procedures results in pressures in excess of
1/2 psig (14 inches w.c.) (3.5 kPa) on the fireplace gas valve,
it will result in a hazardous condition.

NOTICE: Some municipalities have additional local codes.

Consult your local authority and installation code.

The use of the following gas connectors is recommended:

— ANSI Z21.24 Fireplace Connectors of Corrugated Metal
Tubing and Fittings.

— ANSI Z21.45 Assembled Flexible Fireplace Connectors of
Other Than All-Metal Construction

The above connectors may be used if acceptable by the authority

having jurisdiction. The Commonwealth of Massachusetts requires

that a flexible fireplace connector cannot exceed three feet in length.

FLEXIBLE GAS LINE CONNECTION

GAS SUPPLY
’/—TEE HANDLE
FLEX TUBING N
B W )
O os

FLARE SHUT OFF VALVE

FLARE FITTING

Figure 7

Installing the Main Gas Shut-Off

Each fireplace should have its own manual gas shut-off.

A manual main gas shut-off should be located in the vicinity of the
fireplace and can be easily accessed. Where none exists, or where
its size or location is not adequate, contact your local authorized
installer for installation or relocation.

Compounds used on threaded joints of gas piping shall be resistant
to the action of liquefied petroleum gases. The gas lines must be
checked for leaks by the installer. Testing for leaks on all exposed
connections should be done with leak test solution or a soap
solution. After testing is complete, all solution should be cleaned off.
On unexposed connections, a pressure test should be made.

A WARNING

Never use an exposed flame to check for leaks. Fireplace
mustbe disconnected from piping atinlet of control valve and
pipe capped or plugged for pressure test. Never pressure test
with fireplace connected; control valve will sustain damage.

NOTICE: The gas controls are equipped with a captured screw-
type pressure test point. It is not necessary to provide a 1/8-inch
test point up stream of the control.

When using copper or flex connector use only approved fittings.
The fireplace and its individual shut-off valve must be
disconnected from supply piping system during any pressure
testing of that system at test pressures in excess of 1/2 psig
(3.5kPa).

41521-2-0520

GAS FLEX
LINE WITH
SHUT-OFF VALVE

(PROVIDED) W

T

FRONT
OF FIREPLACE 4|

|

6 13/16"
v

€« 20" —>
LEFT SIDE OF FIREPLACE

Figure 8

A gas valve and ground joint union should be installed in the gas
line upstream of the gas control to aid in servicing. The National
Fuel Gas Code requires that a drip leg be installed near the gas
inlet. See Figure 9. This should consist of a vertical length of
pipe tee connected into the gas line that is capped on the bottom
in which condensation and foreign particles may collect.

TO CONTROL
QD:& = VALVE
MANUAL
SHUT-OFF VALVN T

GAS SUPPLY
INLET ’

GAS SUPPLY PLUMBING

DRIP LEG
3” MINIMUM

—
Figure 9
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LOCATING FIREPLACE

NOTICE: When installing this appliance against an exterior wall,
insulate to applicable insulation codes.

NOTICE: Island and Room Divider installation is possible as long INSARNER NS N
as the horizontal portion of the vent system does not exceed 18 feet ‘
with a minimum vertical run of 8 feet. See details in Venting Section.

When you install your Direct Vent Fireplace in room divider or flat ‘
on wall corner positions, maintain a minimum of 6 inches between g L ISLAND FLUSH WALL

. . . Il 1 INSTALLATION
the perpendicular wall and the opening of the appliance. pi| INSTALLATION

INSTALLATION

|
‘ ROOM DIVIDER
|

244/

Figure 10

ELECTRICAL CONSIDERATIONS

A CAUTION

All wiring should be done by a qualified electrician and shall be in compliance with all local, city and state building codes.
Before making the electrical connection, make sure that the main power supply is disconnected. The appliance, when installed,
must be electrically grounded in accordance with local codes, or in the absence of local codes, with the National Electrical
Code ANSI/NFPA 70 (Latest Edition).

Junction Box JUNCTION BOX CONNECTIONS
A factory-installed junction box is located on the lower right side of
the fireplace. Wiring must be fed to the junction box and attached 120 VOLT POWER SUPPLY

with wire nuts to the control module power leads already fed into
the junction box.

JUNCTION BOX
A

Attach black to black and white to white. The ground wire should be

attached to the ground on the junction box. See Figure 11. (O NES)
Interface/Battery Holder X > BLACK (HOT)
The user interface/battery holder must be mounted within a distance o /

allowed by the attached 12 foot harness. As shipped, this harness is
already fed through a strain relief on the bottom of the component
access box and is attached to the User Interface/Battery Holder.

WHITE (NEUTRAL)

NOTICE: If an auxiliary device is to be used, its wiring may be fed
through the junction box strain relief. Auxiliary device amperage

limit is 5 amps. GROUND TO JUNCTION BOX
NOTICE: A one inch diameter hole should be use to pass wiring Figure 11
through studs.
ELECTRICAL POWER TO UNIT
USER INTERFACE/
‘ JUNCTION BOX / CONTROL MODULE BATTERY HOLDER
MUST BE INSTALLED
USER INTERFACE INTO WALL JUNCTION
\|/:ERRA-:;/II?I\?(|;— HARNESS BOX. (ORANGE LOW-

VOLTAGE BOX

MEMBER‘\ RECOMMENDED.)

JAN 5

Figure 12
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COMPONENT WIRING DIAGRAM
— /C

USER INTERFACE/
BATTERY HOLDER

SPLIT FLOW SOLENOID

IF ANY OF THE ORIGINAL WIRE AS SUPPLIED
WITH THIS UNIT MUST BE REPLACED, IT MUST
BE REPLACED WITH EQUIVALENT GAUGE AND
TEMPERATURE RATED WIRE.

—
GAS CONTROL VALVE
WHITE SI LE FIL ORIGINAL L'UN DES COMME FOURNI

|  ORANGE  AVEC CETTE UNITE DOIT ETRE REMPLACE, IL
DOIT REPLCED AVEC LA MESURE EQUIVALENTE
ET LE FIL EVALUE PAR TEMPERATURE.

TO JUNCTION—
BOX

Figure 13
INDEX NUMBER DESCRIPTION PART NUMBER
A WIRE HARNESS, ACCENT LIGHT TERMINATION R12269
B WIRE ASSEMBLY, MODULE TO INTERFACE R11552
C WIRE HARNESS, PROFLAME2 R11551
D WIRE HARNESS, MODULE TO JUNCTION BOX R11730
5 A
§UHU] ﬂMﬂ o — 0.584.305 (07)TE 00COD 1606
- n X1 Power Supply 120V~60Hz 2.6A max
2 <5 = X6 Battery Backup 6V 1A max
-1 Qut:X2 Spark Igniter >10KV(6mm) 1Hz
2 3 X3 Flame Detect 120Vpk-pk 300uApk-pk
8 3 X6 Stepper Valve 6V 0.160A
N ) O X7 SplitFlow Valve 4.6V 0.600A
USER DIAGNOSTIC : X10 Comfort Fan 120V~ 2.0A (0.6pf)
stN.THgAgE o INTERFACE |n/0utxg14 6o g:n:;:r:]oe L[gh‘ ;sgv.. 0.6A (ospf)
$ C );5' P70 itMainvave 8V 0.012A
sp@ X12,13 Burner Fan,Aux 120V~60Hz 6.0A (0.6pf)
Gl ””””“”“”“”””””‘” Nl o5 IIIH||I|I|IIIIIIIIHI!IIIII![!IIIIl!lllllllllll!lllllllﬂ
ade in ina
Top of Receiver Module Bottom of Receiver Module
Figure 14 Figure 15

NOTICE

In the “Pilot On Demand” mode, the pilot remains ON
continuously even when the burner is turned OFF. The pilot
will shut off after 7 days if there is no activity or call for heat.

41521-2-0520 Page 15



INSTALLATION

DIMENSIONS (In Inches)

Unit Only With Outdoor Kit
A1 59 59
A2 59 62
B 57-3/4 58
C 23-1/2 25-1/2

Page 16

Figure 16

The fireplace can be mounted on any of the following surfaces:

1. Aflat, hard combustible or non-combustible surface.

2. Avraised wooden platform.

3. Four corner supports. (Example: Four concrete masonry
blocks.) These supports must be positioned so they contact
all four perimeter edges on the bottom of the fireplace, if
allowed by local codes.

NOTICE: Verify the gas supply and electrical considerations
before beginning the framing.

Framing Information

Fireplace framing can be built before or after the fireplace is set
in place. Position framing to accommodate wall covering and
fireplace facing material. Construct the fireplace framing with

2 x 4 lumber or heavier. If outdoor kit is installed, header
must be metal studs. Refer to the INSTALLATION TABLE for
minimum framing dimensions.

A CAUTION

Before construction begins, measure fireplace dimensions
and verify framing methods and wall covering details.

41521-2-0520



INSTALLATION (CONT’D)

NAILING FLANGES

NAILING
FLANGES
SECURED
FOR 1/2" DRYWALL - —{] IN PLACE
|| ———FOR 5/8" DRYWALL
[ ]
Figure 17 Figure 18
FLUSH WALL INSTALLATION
FINISHED NONCOMBUSTIBLE
FRAMING WALL BOARD INSTALLED FINISHED
WALL
HEADER\ OVER APPLIANCE
SECURE TO [T [ [T
NONCOMBUSTIBLE
» HEADER "y / BOARD INSTALLED
T HEAT OVER APPLIANCE
. & SHIELD ™a
v
K o iy
) N ()
[l 1
i
Figure 19 Figure 20
A WARNING A CAUTION
When finishing the fireplace never obstruct or modify the Ifthe joints between the finished wall and the fireplace surround
gap around the glass frame in any manner. Provide adequate (top and sides) are sealed, a 300°F minimum sealant material
clearances around air openings into the combustion chamber. must be used. These joints are not required to be sealed. Only
non-combustible material (using 300°F minimum adhesive if
needed) can be applied as facing to the fireplace surround.

41521-2-0520 Page 17



INSTALLATION (CONT’D)

OVERLAP TOP EDGE OF
NON-COMBUSTIBLE
BOARD WITH EXTERIOR
WEATHER BARRIER

SEAL THE PERIMETER OF
THE OUTDOOR KIT WITH
(300°F (149°C) SEALANT

FACING MATERIAL MUST
OVERLAP THE OUTDOOR
KIT PERIMETER BY AT
LEAST 1" ON TOP AND
SIDES AND BETWEEN 1/2"
TO 3/4" AT BOTTOM

FACING MATERIAL MAY
OVERLAP THE OUTDOOR
KIT UP TO 1/2" AWAY FROM
THE KIT OPENING

SEAL THE INTERFACE
BETWEEN THE OUTDOOR
KIT AND THE FACING
MATERIAL WITH AN
EXTERIOR CAULK

L) | [ [ ]
gy I JJ

sl [ J ] J [ [ ] ]
o -~ -

Horizontal Vent Clearance

For horizontal vent, maintain 1 inch of clearance to the bottom
and sides of vent, and 6 inches of clearance to combustibles
above the vent pipe. See Figure 223.

Vertical Vent Clearance
For vertical vent, maintain a minimum 1 of inch clearance to
combustibles.

NOTICE: Maintain 1 of inch of clearance to combustibles around
vertical vent pipe. See Figure 22. For horizontal vent systems,
maintain a minimum 1 inch of clearance from the bottom and sides
of the vent to combustibles and a 3 inches of clearance above the
vent pipe to combustibles. See Figures 22 and 23.

VENT PIPE —

1” MINIMUM CLEARANCE
AROUND VENT PIPE

Figure 22

Page 18

TOP OF VENT

COMBUSTIBLES NOT
ALLOWED IN SHADED
AREA

5" DIAMETER FLUE

8" DIAMETER
INTAKE VENT

~—1” (25 mm)
Horizontal Vent Clearances - Figure 23

NOTE: Top clearance through outside wall is 3 inches.

ATTENTION: Cold climate installation recommendation: When
installing this unit against an exterior wall, the exterior wall must
be insulated to conform to applicable insulation codes. The
fireplace outer wrapper is not considered a thermal barrier and
can allow air infiltration. Care should be taken to properly seal
the chase area so air infiltration is kept to a minimum and drafts
do not occur through the fireplace.

Vent Runs

In planning the installation, you must install certain components
before the fireplace is secured in position. These include the
direct-vent system, gas piping, and the electrical wiring.

The appliance can be mounted on any of the following surfaces:

1. Aflat, hard combustible or non-combustible surface.

2. Araised wooden platform.

3. Fourcornersupports(such as masonry blocks). These supports
must be positioned so they contact all four perimeter edges on
the bottom of the unit.
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INSTALLATION (CONT’D)

VERTICAL, 90-DEGREE ELBOW TO HORIZONTAL VERTICAL, 90-DEGREE ELBOW WITH
OUT THE WALL HORIZONTAL TERMINATION
(24 inch minimum rise before elbow) NO COMBUSTIBLES ALLOWED
AN IN SHADED AREA
- WALL FIRESTOP/
THIMBLE 24" MINIMUM
; VERTICAL VENT
90°ELBOW VENTCAP 90° ELBOW 7 REQUIRED
f \ . | / A
ﬂ ¥
O ( Il Q
| [
L [ \
\_ WALL FIRESTOP/ [ ] i
THIMBLE/SPACER DISTANCE
N - —7- . | TOBOTTOM
N~ OF UNIT
—» C |«
<«——B— >
DIMENSION (in Inches)
A B Cc
24 36 4-3/4 — — v
Figure 24 Figure 25

DVCT40 - DIMENSION (in Inches)
A | 82

41521-2-0520 Page 19



VENT FRAMING

Installing Support Brackets

Install a horizontal pipe support used for each 3 feet of horizontal run
to framing members. Allow 6 inches of clearance to combustibles
above 5x8 inch diameter pipe and elbows and 1 inch of clearance
on both sides and bottom.

Support vertical runs of this vent systems every 4 feet using wall
brackets attached to the vent pipe and secured with nails or screws
to structural framing.

1 N

STRAP =

WALL THIMBLE

48”
Figure 27

NOTICE: Use the wall thimble (SD58DVAWTEC) to maintain the
: required three inches of clearance to combustibles above the vent.

WALL FRAMING \
o o|
i
1
. .
o 4
o

/ EXTERIOR WALL

[
[ |

NON-COMBUSTIBLE AREA FIRESTOP —\|

=]

S

o
L&

Installing Firestops - Figure 26

STANDARD
VENT PIPE

l -
T

o
o
:
. NON-COMBUSTIBLE AREA THIMBLE K
WALL THIMBLE

2 SPACER

Firestops are required for safety whenever the vent system passes
through an interior wall, an exterior wall, or a ceiling. These firestops

actas afirebreak heat shield and as a means to insure that minimum DIMENSIONS (in inches)
clearances are maintained to the vent system. A 3
Horizontal Firestops B

Horizontal runs in the vent system which pass through either interior
or exterior walls, require the use of wall firestops on both sides of
the wall through which the vent passes.

Position the firestops on both sides of the framed hole, previously
cut. Secure firestop with nails or screws. The heat shields of the
firestops MUST BE placed towards the top of the hole. Continue
the vent run through the firestops.

Figure 28
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VENT FRAMING (CONT’D)

Vertical Firestops

Vertical runs which pass through ceilings require 1 ceiling firestop
at the hole in each ceiling through which the vent passes.
Position a plumb bob directly over the center of the vertical vent
component and mark the ceiling to establish the center point of the
vent. Drill a hole through this center point and check the floor above
for any obstructions such as wiring or plumbing runs. Reposition the
appliance and vent system, if necessary, to accommodate ceiling
joists and/or obstructions.

Cut a 10-5/8 inch x 10-5/8 inch hole through the ceiling using the
center point previously marked. Frame the hole with framing lumber
the same size as the ceiling joists. See Figure 29. If the area
above the ceiling is NOT an attic, position and secure the ceiling
firestop on the ceiling side of the previously cut and framed hole.
See Figure 30. If the area above the ceiling is an attic, position and
secure the firestop on top of the previously framed hole.

See Figure 31.

NOTICE: Remove insulation from the framed areain the attic before
installing the firestop and vent pipes.
EXISTING CEILING JOISTS

NEW FRAMING

CEILING
Figure 29

/ / NAILS, 4 REQUIRED
i i
l

FIRESTOP

Figure 30

41521-2-0520

NAILS, 4 REQUIRED
/ I / CEILING FIRESTOP

Figure 31

Finishing

Finish the walls with the material of your choice. Figures 2 and 4 on
page 10 shows the minimum vertical and corresponding maximum
horizontal dimensions of mantels or other combustible projections
above the top front edge of the fireplace.

Only non-combustible materials may be used to cover the black
fireplace front.
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VENT SYSTEM IDENTIFICATION

Begin the vent system installation by selecting the type of venting
to be installed and the path that it will take. Verify that clearances
are met throughout the path of the venting system.

NOTICE: These fireplaces cannot be vented out the rear.

Determine how the vent system will be terminated out the side of
the house or through the roof. Verify clearances for the termination.

When selecting a vent system for use with the fireplace, refer to the
“Special Vent Systems” section below to determine what systems
are acceptable.

WALL THIMBLE F‘
ZV/VALL THIMBLE SPACER

(DVCT36 ONLY)

F

Q

Y
N
L T~
90° ELBOW _/ .
OR ~o
45° ELBOW / ~

\\\

@E
S
90° ELBOW—/

CEILING

FIRE STOP \
WALL STRAP Q
\ j‘

PIPE LENGTH \

g

=

Figure 32
GENERIC MODEL SHOWN

~

Check all clearances and venting components. Identify if any
problems existing in the vent system.
NOTICE: All outer connection joints must be sealed with aluminum
tape, screws or silicone sealantrated above 300°F/149°C. The inner
flue joints do not require any sealant.

HORIZONTAL TERMINATION
/ (THREE 90° ELBOWS MAX)

VERTICAL
TERMINATION
(THREE 90°
ELBOWS MAX)

STORM
COLLAR

s

FLASHING

3
" &

SPECIAL DV VENT KITS
Available From Empire Comfort Systems, Inc. Dealers.

Direct-Vent Fireplace Vent Kit for Rear Vent, 6
to 12 inch wall thickness, Includes 58DVA-06,
58DVA-WT, and 58DVAHC

DVVK-5RP

Direct-Vent Fireplace Vent Kit for Top Vent,
Thru-the-wall, 4 to 6 inch wall thickness,
Includes 58DVA-E90, 58DVA-HC, 58DVA-06,
and 58DVA-WT

Direct Vent Fireplace Vent Kit - Vertical,
Includes 58DVA-VCH, 58DVA-SC, and
58DVA-F6

Top Vent Kit (Horizontal) - 474" to 6" wall
thickness (114.3 mm to 152 mm)

DVVK-5TP

DVVK-5VP

DVVK-5TS

SPECIAL VENT SYSTEMS

The following vent systems are acceptable for use:
e Simpson Duravent® GS 5 inch x 8 inch
*  Selkirk Direct-Temp® 5 inch x 8 inch
«  Security Secure Vent® 5 inch x 8 inch
«  Excel DV Venting 5 inch x 8 inch
*  Metal Fab Sure Seal® 5 inch x 8 inch

— Adapter is required to use this vent

Contact Metal Fab

Page 22
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VENTING FIREPLACE

Example of possible venting systems using two 90° elbows:
V is listed as minimum vertical dimensions and H1 + H2 is listed
as total of maximum horizontal dimensions. The maximum
vertical and horizontal distances for two 90° elbows as shown in
Figure 32 is 20 feet (6.1 m).

{é}/ QP @;\ WALL THIMBLE SPACER

" % (DVCT36 ONLY)

e T

FIRESTOP AT
CEILING LEVE?*%

v
Y
v

GENERIC MODEL SHOWN

N

SEE GRAPH FOR PERMISSIBLE “H” AND “V” DIMENSIONS
NOTE: H1 AND H2 MUST BE ADDED TOGETHER TO USE CHART

Figure 33

CENTER OF ELBOW
STRAIGHT OUT
(MINIMUM)

///// |

GENERIC MODEL SHOWN

HARD ELBOW DIMENSIONS (In Inches)

A B C D

66-1/2 5-5/16 7-5/16 10-5/8

Minimum hole location dimensions for through the wall horizontal
installations with 90-degree elbow and 24 inch rise off top of
fireplace.

(See Figure 40 on page 25) for permissible “H” and “V”
dimensions.
Figure 34

41521-2-0520

Damper Adjustment

This unit has an adjustable damper for use with vertically terminated
units only. The damper is shipped in a fully open position and may
be adjusted per installation. To adjust, loosen the Phillip screw
and rotate handle towards the left to close. We recommend a 1/3
closed on installations above 30 ft. See Figures 35 to 37.

A WARNING

Adjust damper for vertically terminated units only. Do not
adjust for horizontally terminated units.

Figure 35

DAMPER SHIPS
FULLY OPEN

%7 I}

Figure 36

/

\
i
13

A—
N E;?/ b
DAMPER
RECOMMENDED
VERTICAL SETTING
ABOVE 30FT
| —
|! § 7 I
Figure 37
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VENTING FIREPLACE (CONT’D)

Positioning the Fireplace

Determine the exact position of the appliance so the direct-vent
termination will be centered (if possible) between two studs. This
will avoid any extra framing. All vent kit pipes should be assembled
on the unit after the unit is moved into the final position.

Cutting the Hole

After the fireplace has been positioned in its permanent location,
cut the hole through the exterior wall of the house. This hole must
be 10 inches (254mm) high x 10-5/8 inches(270mm) wide with its
center line determined by the amount of vertical rise and horizontal
run of the termination. See Figure 38. When locating the hole the
bottom of the cap must be 12 inches (305mm) above the ground
level, and top of the cap must be no less than 18 inches (457mm)
below a combustible projection, and no closerthan 9inches (229mm)
to any wall running parallel to vent termination.

For installations requiring a vertical rise on the exterior of the
building, 14-inch and 36-inch tall Snorkel Terminations are available.
Follow the same installation procedures as used for standard
Horizontal Terminations. If the Snorkel Termination must be installed
below grade (i.e. basement applications, proper drainage must be
provided to prevent water from entering the Snorkel Termination.
See Figure 39. Do not attempt to enclose the Snorkel within the
wall or any other type of enclosure.

NN

VENT CAP

ofo

Wy

ala

i
9” (229mm) MINIMUM
TO SIDE WALL

GENERIC MODEL SHOWN
Figure 38

Page 24

Below - Grade Installation

When it is not possible to meet the required vent termination
clearances of 12 inch (305 mm) above grade level, a snorkel kit is
recommended. It allows installation depth down to 7 inch (178 mm)
below grade level. The 7 inch (178 mm) is measured from the center
of the horizontal vent pipe as it penetrates through the wall.

Ensure the sidewall venting clearances are observed.
If the venting system is installed below ground, protect
the vent with a window well that has proper drainage.

_ COMBUSTIBLE
. PROJECTION
‘\

18’ (457mm)
MINIMUM

== b

6" (152mm) e '\
‘ SNORKEL

MINIMUM ot

i

PIPE STRAP S
\ 5 12" MINIMUM ABOVE GRADE
- F . —l OR AVERAGE SNOWFALL

(1219mm) v

e |~ 1= =
v = =INZ T =
ot ADEQUATE
Ces DRAINAGE
x Lot

TYPICAL BASEMENT INSTALLATION
GENERIC MODEL SHOWN

Figure 39
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VENTING FIREPLACE (CONT’D)

This fireplace vents out of the top only, but allows for a horizontal
or a vertical vent termination. This fireplace requires a minimum
24-inch vertical vent pipe before any horizontal venting.

Use the Vent Graph Below for Horizontal and Vertical Termination

1. First, determine the desired position of the fireplace and the
desired location of the vent termination.

2. Measure from the door to the centerline of the horizontal vent
pipe at the desired termination height.

3. Measure the distance from the wall to the centerline of the
vertical vent pipe.

4. Plot this intersect point on the graph. This point must fall in the
white area of the grid to ensure proper venting. If not, reposition
the fireplace and/or venting.

SIDEWALL VENT GRAPH (Dimensions in Feet)

m
T
|_
("'5 40
o . PG
L]
[ 37

%)
zP 3% N
W % -
OF |a
T ® X
FZ | ¥ AN\
o o) 31 3
OF |
- < 29
EZ | \
% S 27

25

el 7 B
R N

= |2
0z 21 \
=0 | \\
E N 19 X
X |18 N
09 17 \
m i 16 \
L 15
TO | -
[l 13' N\
= 5 12
o= 1’
x = ' A
Z I'I>J g :
OT 7 P
2E|° —E
ws |, ° |
=+ g b
AW

a |2 — ] .
- - q"
5 D | |
;8 ‘1"3‘5 79 1]y 1s ] 17| 19
14
w2 2 4 6 8 10 12 14 16 18 20
>

Figure 40
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EXAMPLE A: Long Vertical

The vertical dimension from the floor to the center line of the horizontal
venting is 32-1/2 feet, so the horizontal run to the outer wall flange
must not exceed 5 feet.

EXAMPLE B: Medium Vertical

The vertical dimension from the floor to the centerline of the horizontal
venting is 24-1/2 feet, so the horizontal run to the outer wall flange
must not exceed 91/2 feet.

EXAMPLE C: Long Horizontal

If the horizontal run to the outer wall flange is 16 feet, the vertical
dimension from the floor of the unit to the center of the termination
must not be less than 10 feet.

EXAMPLE D: Minimum Vertical and Maximum Horizontal
The vertical vent off the top of the fireplace is 1 foot, so horizontal
run to the outer wall flange is limited to 2 feet.

SPECIAL NOTE: For each 45° elbow installed in the horizontal
run, reduce the maximum length of the horizontal run by 18 inches.
Reduce by 36 inches for every 90° elbow. This does not apply if the
elbows are installed on the vertical part of the vent system.

Example: According to the chartthe maximum horizontal ventlength
is 18 feet. If two 45° elbows are required in the horizontal vent it
must be reduced to 15 feet.

The maximum number of 45° elbows permitted is two - weather
installed in the vertical or horizontal run.

The maximum number of 90° elbows in a vent run is three.
NOTE: On vertical venting the first elbow does not get counted.

NOTE: A horizontal vent with the minimum required vertical rise
(using a 24-inch section of vent before the elbow) will use a maximum
3 foot section of horizontal vent before the termination.

[

Acceptable vertical and horizontal vent run.
(40" maximum vertical and 18' maximum horizontal)

|

Unacceptable vertical and horizontal vent run.
See text above for Examples A, B and C.
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HORIZONTAL TERMINATION

One 90° Elbow Two 90° Elbows
\}E%%kﬁ?y NOTE: Subtract 3 feet from the total horizontal measurement for
each 90° elbow installed horizontally. Subtract 1-1/2 feet from the

total horizontal measurement for each 45° elbow installed hori-

zontally.
INSTALLED
HORIZONTALLY TN
>
MININUM

TO BOTTOM
OF UNIT

EXAMPLE VENT RUNS /
Initial Pipe Length A-Vertical B-Horizontal : )
(In Inches) (In Feet) (In Feet)
24 6 6
36 ’ 9 EXAMPLE VENT RUNS
48 8 12 Initial Pipe Length A-Vertical B-Horizontal
Figure 41 (In Inches) (In Feet) (In Feet)
NOTE: Pipe straps must be used every 2 feet to secure venting. 24 6 3
Two 45° Elbows 36 ! 6
48 8 9

Installation requirements to replace the first 90° elbow with two
45° elbows: .
Figure 43

j Dﬂ” H@ Three 90° Elbows
INSTALLED
VERTICALLY

A =
v ‘ MINI2NUM
B | B
/ VERTICALLY
EXAMPLE VENT RUNS EXAMPLE VENT RUNS
Initial Pipe Length A-Vertical B-Horizontal Initial Pipe Length A-Vertical B-Horizontal
(In Inches) (In Feet) (In Feet) (In Inches) (In Feet) (In Feet)
24 7 9 24 6 6
36 8 12 36 7 9
48 9 15 48 8 12
Figure 42 Figure 44
GENERIC MODEL SHOWN GENERIC MODEL SHOWN
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VERTICAL TERMINATION

Three 90° Elbows

No Elbows
NOTE: Subtract 3 feet from the total horizontal measurement for
each 90° elbow installed horizontally. Subtract 1-1/2 feet from
the total horizontal measurement for each 45° elbow installed
horizontally.
A
A
TOBOTTOM
OF UNIT
DIMENSIONS (In Feet)
Minimum Maximum
10 40 EXAMPLE VENT RUNS
Figure 45 Initial Pipe Length A-Vertical B-Horizontal
gu (In Inches) (In Feet) (In Feet)
GENERIC MODEL SHOWN 24 27 6
Two 90° Elbows 36 22 9
48 17 12

TO BOTTOM
OF UNIT
|
EXAMPLE VENT RUNS
Initial Pipe Length A-Vertical B-Horizontal
(In Inches) (In Feet) (In Feet)
24 30 6
36 25 9
48 20 12

*Maximum horizontal run is 100% of vertical, but cannot

exceed 18 ft.

41521-2-0520

Figure 46
GENERIC MODEL SHOWN

*Maximum horizontal run is 100% of vertical, but cannot exceed

18 ft.

Figure 47
GENERIC MODEL SHOWN
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VERTICAL TERMINATION (CONT’D)

Locate and mark the center point of the vent pipe using a nail on
the underside of the roof. Drive the nail through the center point.
Mark the outline of the roof hole around this center point.

NOTE: Size of the roof hole dimensions depend on the pitch of the
roof. There must be a 1 inch (25 mm) clearance to the vertical pipe
sections. This clearance is to all combustible material.

Cover the opening of the vent pipe and cut and frame the roof hole.
Use framing lumber the same size as the roof rafters and install the
frame securely. Flashing anchored to frame must withstand high
winds. The storm collar is placed over this joint to make a water-tight
seal. Non-hardening sealant should be used to completely seal this
flashing installation.

Determining Minimum Vent Height Above the Roof.

A WARNING

Major U.S. building codes specify minimum chimney and/or
vent height above the roof top. These minimum heights are
necessary for safety. These specifications are summarized
in Figure 61.

LOWEST
DISCHARGE
VENT CAP — ) OPENING

GAS VENT N:

X

12
| ROOF PITCH IS X/12

H(Min.) — Minimum height from
roof to lowest discharge opening

ROOF PITCH H (Min.)
Flat to 6/12 12" (305 mm)
6/12to 7/12 15" (381 mm)

Over 7/12 to 8/12 18" (457 mm)
Over 8/12 to 16/12 24" (610 mm)
Over 16/12 to 21/12 36" (914 mm)

Figure 48

Forsteep roof pitches, increase the vent height. High -wind conditions,
nearby trees, adjoining roof lines, steep pitched roofs, and other
factors can result in poor draft, or down-drafting. In these cases,
increasing the vent height may solve this problem.
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General Maintenance

Inspect venting system semi-annually as follows:

1. Check for corrosion areas of the venting system exposed to
the elements. These will appear as rust spots or streaks and,
in extreme cases, holes. Replace damaged components should
immediately.

2. Remove the cap and shine a flashlight down the vent. Remove
any bird nests or other foreign material.

3. Check for evidence of excessive condensate, such as water
droplets forming in the inner liner and subsequently dripping
out at joints. Condensate can cause corrosion of caps, pipe and
fittings. It may be caused by having excessive lateral runs, too
many elbows and exterior portions of the system being exposed
to cold weather.

4. Inspect joints to verify that no pipe sections or fittings have been
disturbed or loosened. Also, check mechanical supports, such
as wall straps or plumbers’ tape for rigidity.

Venting termination shall not be recessed into a wall or siding.

Aremovable panel or other means mustbe providedin the enclosure
for visual inspection of the flue connection.

NOTE: This also pertains to vertical vent systems installed on the
outside of the building.

Slide the vertical vent cap over the end of the vent pipe and secure.
See Figure 49.

Installing the Vent System in a Chase

A chase is a vertical box-like structure built to enclose the gas
appliance and/or its vent system. Though not normally required,
vertical vent runs on the outside of a building may be installed
inside a chase.

@ FEMALE
LOCKING
LUG
MALE
LOCKING
LUG
Figure 49
A CAUTION

Treatment of firestop spacers and construction of the chase
may vary with the type of building. These instructions are
not substitutes for the requirements of local building codes.
Check local building codes to determine the requirements
for these steps.

NOTE: Build the chase large enough to the minimum clearance
of combustible materials (including insulation) to the vent system.
Wheninstalling the vent systemin a chase, insulate the chase as you
would the outside walls of your home. This is especially important
in cold climates. Upon completion of chase framing, install the vent
system by following the instructions in this manual.
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VERTICAL TERMINATION (CONT’D)

~— 24” MINIMUM
CLEARANCE TO
COMBUSTIBLES
NATURAL OR
MAN MADE

8 (2.44M) Q
MAX X
Y
40 g
f C. 00
2w ) TR
MAX 571w
TYPICAL JOIST
SUPPORT
Figure 50

GENERIC MODEL SHOWN

The vertical termination cap for this fireplace must not be any
closer than 24-in. to any other vent termination or chimney of any
type. See Figure 51.

Figure 51

41521-2-0520

Vertical Through the Roof Applications

Your Gas Fireplace has been approved for:

a) Vertical installations up to 40 feet in height.

b) Two sets of 45-degree elbow offsets within these vertical
installations. From 0 to a maximum of 8 ft. a vent pipe can be
used between elbows.

c) Wall straps must be used to support offset pipe every 4'.

This application will require that you first determine the roof pitch
and use the appropriate venting components.

OFFSET CHART

-

RISE
r—— OFFSET
SIZE 5" X 8"
ELBOW CHIMNEY OFFSET RISE
DEGREES SECTION INCHES INCHES
45° 0" 5-5/8" 15-3/8"
45° 6" 8-7/8" 18-3/8"
45° 9" 10-7/8" 20-5/8"
45° 12" 13" 22-5/8"
45° 24" 21-3/8" 31-1/8"
45° 36" 29-7/8" 39-3/8"
45° 36" 28-7/8" 39-3/8"
45° 48" 38-1/4" 47-7/8"
Figure 52
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AIR SHUTTER ADJUSTMENT

This Unit Is Equipped With Adjustable Air Shutters (2).

The air shutters may be adjusted externally while unit is burning.
The unit is sent out with the recommended setting, but may need
to be fine tuned by installer.

NOTE: Fireplace must be turned off and cool to the touch before
proceeding.

1. Remove barrier screen and glass door. See maintenance and
service section of this manual. See Figure 53.

Figure 53

2. Loosen screws (2) that lock the air shutter handles.
See Figure 54.

@émn*ﬁx ;: 5
/)0
T \//
=] [ #Lh) =]
[ T 1]

Figure 54
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3. Replace glass door. See maintenance and service section of
this manual.

4. Turn unit on, see operating instructions in home owner’s
instructions, allow unit to warm up from 15-30 minutes to obtain
it's full flame appearance.

5. You may now adjust the air shutters. The right air shutter handle
adjusts the front air shutter and the left air shutter handle adjusts
the rear air shutter. Slide the air shutter handle towards the right
to open and to the left to close. See Figure 55.

C oo

Rear Front7

IR

Close Open

Figure 55

6. Turnoffunitand allow to cool before replacing the barrier screen.
See maintenance and service section of this manual.

41521-2-0520



This page is intentionally left blank.

41521-2-0520 Page 31



CONTROL SYSTEM TROUBLESHOOTING

If the IFC is signaling lock out: The 1. Verify the electrical connections’ integrity and
board should be unlocked to make sure they are in accordance with the relevant
reinitiate a pilot flame ignition (for NO Is the IFC board in NO | system wiring diagram. If necessary, replace the
the correct unlock sequence refer lockout? " wire harness.
to the IFC Use and Installation
Instructions). 2. Replace the IFC board.

YES

A4

1. Check the spark electrode positioning - adjust
as necessary.

A
Was spark observed 2. Replace the pilot assembly.
at the Pilot Hood NO
before the IFC board 3. Verify the electrical connections’ integrity and
locked out? make sure they are in accordance with the
relevant system wiring diagram. If necessary,
replace the wire harness.

4. Replace the IFC board.

7

1. Verify the electrical connections’ integrity and
make sure they are in accordance with the
relevant system wiring diagram. If necessary,
replace the wire harness.

YES

YES

2. If pilot flow adjuster screw is not sealed,
check if pilot flow adjust screw is set correctly in
accordance with the appliance manufacturer
instructions. If necessary, correct it.

3. Replace pilot tube or complete pilot
assembly.

4. Replace the pilot orifice with a new orifice of
correct size and type or replace the pilot assembly.
Under all circumstances follow the appliance
manufacturer’s service instructions.

5.  Remove the provided wiring harnesses from
Ev1 of gas valve (red base), and verify voltage at
ignition between the Ev1 terminal and the ground
connection on the valve body. If the voltage is
greater than 0 then Replace Valve. Otherwise
replace IFC.

v 1. Replace the pilot assembly.

Spark continues YES
while the pilot is ON. 2. Replace the IFC board.

o
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CONTROL SYSTEM TROUBLESHOOTING (CONT’D)

Main burner lights YES 1. Replace IFC board.

when the pilot only
should light. 2. Replace the gas valve.

1. Verify the pilot flame fully engulfs the tip of the sense electrode. If not, replace the pilot
NO assembly.

2. Replace the pilot assembly.

3. Carefully clean the electrical connections of the sense cable and the IFC board sense cable

v connection.

Pilot holds the flame? —NO &

4. Replace the sense cable, the cable-sense electrode assembly, or the pilot assembly.

5. Verify the pilot is properly grounded.

6. Replace the pilot orifice with a new orifice of correct size and type or replace the pilot
assembly.

YES 7. If pilot flow adjuster screw is not sealed, correct it.

1. Verify the electrical connections’ integrity and make sure they are in accordance with the
relevant system wiring diagram. If necessary, replace the wire harness.

2. Check if the optional remote transmitter is in “thermostat” or “on” mode and verify there is a
call for heat (if using a thermostat remote). Adjust the setting for heat.

3. Verify that the pilot hood is properly fitted and a pilot flame is directed to properly ignite the

A main appliance burner.
Main burner ignites? NO > 4. Replace the main burner orifice with a new orifice of correct size and type or replace the
pilot assembly. Under all circumstances, follow the service instructions.

5. Remove the provided wiring harnesses from EV2 of gas valve (red base) and verify voltage
at ignition between the EV1 terminal and the ground connection on the valve body.

5.1 If the voltage is greater than 0, then replace valve.

5.2 OrReplace IFC.

6. Check the pressure at the outlet pressure test point out according to the manufacturer’s
YES instruction. If not in accordance, replace the gas valve.

1. Verify the electrical connections’ integrity and make sure they are in accordance with the
relevant system wiring diagram. If necessary, replace the wire harness.

2. Check the pressure at the outlet pressure test point out according the manufacturer’s

. instruction. If not in accordance, replace the gas valve.

Main burner remains NO 3. With the system in the OFF position, connect the voltmeter between the EV2 terminal
ON? (green base) on the valve and the ground on the valve body.

Turn the system ON, let pilot light, and observe the following voltage sequence: once the pilot

flame is proved, the voltage on EV2 should spike to approx. 5 VdC for approx. 2 sec and then

drop to approx. 0.6 VdC continuously.

3.1 If the sequence is followed, replace the gas valve.

3.2 If the sequence is not followed, replace the IFC board.

1. Replace the main burner orifice with a new orifice of correct size (partial blockage possible).
— Verify that the main burner flame modulates. If it does not modulate, replace the gas valve.
Main burner
modulalte75 "l2. Verify that the gas valve outlet pressure limits are in accordance with the manufacturer
properly: specifications. If not, replace the gas valve.
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ACCESSING VALVE COMPARTMENT

Accessing Valve Compartment

1. Remove the following items: See Figure 56.

«  Barrier Screen (See Maintenance and Service section for
Instructions).

*  Glass Frame Assembly (See Maintenance and Service
section for Instructions).

Figure 58

4. Remove right liner panel. See Figure 59.

Figure 56

2. Remove the log set and set aside.

3. Remove the top liner bracket and top liner
See Figures 57 and 58.

Figure 59

5. Remove Access Panel. See Figure 60.

Figure 57

R i iy 2

Figure 60
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TESTING THE GAS SUPPLY PRESSURE

Natural Gas will have a manifold pressure of approximately 3.5
inches w.c. at the pressure regulator outlet with the inlet pressure
to the pressure regulator from a minimum of 4.5 inches w.c. for the
purpose of input adjustment to a maximum of 14 inches w.c.

Propane Gas will have a manifold pressure approximately 10.0
inches w.c. at the pressure regulator outlet with the inlet pressure
to the pressure regulator from a minimum of 11.0 inches w.c. for
the purpose of input adjustment to a maximum of 14.0 inches w.c.

GAS SUPPLY PRESSURES (inches water column)
GAS TYPE | MAXIMUM MINIMUM MANIFOLD
Natural 14 4.5 3.5
Propane 14 1" 10

MANIFOLD PRESSURE
TEST PORT

INLET PRESSURE
TEST PORT
IN
Figure 61
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PARTS LIST

INDEX | DVCT40 INDEX | DVCT40
PART# DESCRIPTION DARTS DESCRIPTION

1 40616 Outer Wrapper Top 40814 Air Shutter Slide Assembly, Ember
2 R12774  Insulation Top 34 40621 Air Shutter Guide

3 40590 Access Panel 35 40610 Air Shutter Guide

4 17162 Junction Box Assembly 36 R12171  Cable Stop

5 R10gg2 ElPow, 90 Degree Brass 37 40596  Air Shutter Arm - Long

3/8 NPT X 3/8 Flare
6 R6207 Elbow, 5/16 X 3/8 90 DEG
R12278  Solenoid, Split-Flow
8 P133 Nipple, 3/8" X 2"
9a R11233  Valve - Natural
9b R11234  Valve - Propane
10 38351 Tubing Assembly - Inlet Front

38 40595 Air Shutter Arm - Short

39 40572 Glass Frame Assembly Complete, Front
40 40667 Screen Assembly

41 40393 Glass Frame Assembly Complete, Rear
42 40931 Heat Shields Top (2)

43 30947 Valve Bracket

N/S R9342 Bezel, Accent Lamp

Connector 5/16 Tube,
T R2423 3/8 NPT X 1/2-24 N/S R11524  Wire Harness, Receiver
12 40620 Tubing Assembly N/S R11545  Light-Blower Terminal Block
13 R7572  Jamb Nut, 1/4"-18 NPS N/S R11552  Vire Assembly, Module To
Interface
14 P212 Holder, Orifice Wire Harmess. Module To
i , u
15a  P184 Orifice #35 (Natural - Front) N/S  R11730 |/ tion Box
15b P185 Orifice #52 (Propane - Front) N/S R12256  Wire Assembly (Blower)
15¢ P213 Orifice #37 (Natural - Rear) N/S R12269 Wire Harness, Accent Light

Termination
N/S R12270  Jumper Wire, Module
Flex Line, 3/8 X 12 Inch With

15d P258 Orifice 1.55mm (Propane - Rear)
16 R12908 Receiver Module

17 34741 Valve Bracket Support N/S R7591 Shut-Off Valve
18 R12751 Gasket, Burner Wall N/S R11550 Remote
19 40600 Burner Wall N/S  R11584  Battery Holder With Switch

20 R12750 Gasket, Access Panel
21 40590 Access Panel

N/S = NOT SHOWN

*Also order a R12270 Jumper Wire. NOTE: The Jumper Wire must be
22 40622 Catalyst Assembly Complete connected to the “X4” terminal pins on the Proflame Il Control Module.

23 34789 Accent Light Assembly

24 42186 Tube Burner, Fork

25 38042 Target, Front (Natural Only)

26 40647 Target, Rear (Natural Only)

27 R12742  Tube Burner, S-Curve

28 R12283 Pilot Assembly - Convertible

29 40598 Bracket, Pilot

30 40804 Burner Base Assembly

31 40591 Air Box, Orifice Assembly

32 40813 Air Shutter Slide Assembly, Main
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EXPLODED VIEW
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MAINTENANCE AND SERVICE

Glass & Barrier Removal Light Bulb(s) Replacement
1. Lift barrier screen and pull towards you. 1. Remove the following items:
2. Use the Glass Latch Tool to grip the latch bar and pry * screen barrier
it over the Glass Frame hook flanges. Tilt the Glass » glass frame assembly
Frame towards you and pull upwards to remove it from This unit comes standard with two lights that are attached to the
the unit. See Figures 62 and 63. roof of the fireplace. To access the light bulb you will remove the
following items by removing four screws per light: See Figure 64.
A CAUTION * metal bezel
Glass clips are tightly sprung. If the latch tool slips off of the * Jglass
latch while pulling, injury may occur. Ensure that the latch » gasket
tool is c:_mpletely h:okled arcl)_um: the ﬁlasls latch belere NOTE: Use gloves when handling light bulb, oils on your hand
trying to disengage the glass clips from the glass assembly. | iy giminish the life span of the light bulb.

2. Remove old light bulb and replace with a new one.
See Figure 65.

NOTE: You may order light bulbs from your local Empire dealer
or purchase them from your local hardware store.

LIGHT BULB SPECIFICATIONS
35w Clear Halogen, Bi-Pin 6.35mm base,120vac, UL

Figure 64

Glass
Latch
(4 Places)

Figure 65

Figure 63

Page 38 41521-2-0520



MAINTENANCE AND SERVICE (CONT'D)

FOR THE INSTALLER

Maintenance Precautions

Installation and repair should be done by a qualified service
person. The fireplace should be inspected before use and at
least annually by a qualified service person. More frequent
cleaning might be required due to excessive lint from carpeting,
bedding material, etc.

Keep burner and control compartment clean.

Examine venting system periodically and replace damaged parts.

Make a periodic visual check of pilot and burners. Clean and
replace damaged parts.

Damaged Fireplace

Do not use this fireplace if any part has been under water.
Immediately call a qualified service technician to inspect the
fireplace and to replace any part of the control system and any
gas control which has been under water.

In the event of a natural disaster (tornado, earthquake, fire, etc.)
have a qualified technician inspect the fireplace for damage or
potential gas leaks. Repair or replace any damaged components
before operating this fireplace.

41521-2-0520

Annual Inspection

»  Have the fireplace inspected annually before use.

*  More frequent inspection and cleaning may be required if the
fireplace is installed in an area exposed to pet hair or dust,
or to excessive lint from new carpeting or bedding materials.

During The Annual Checkup, The Technician Will:

* Inspect the pilot (flame safety system) and burner(s) for
proper operation and replace any damaged parts.

e Test and measure the flame failure response time of the
flame safety system. It must de-energize the safety shut-off
in no more than 30 seconds.

*  Vacuum and clean any foreign debris in the firebox that is
not supposed to be there.

* Inspect and ensure that the lighting of the main burner
occurs within 4 seconds of the gas valve opening. Visual
inspection should match the information illustrated in the
manual. Inspect primary air openings for blockage.

*  Check the glass and gasket for proper seal.

* Clean Glass with a suitable fireplace glass cleaner. Abrasive
cleaners must not be used. Be careful not to scratch the
glass when cleaning.

e Check all latches or other door retention components for
proper operation, tension, and relief mechanisms are free
from obstructions. See Figure 63.

*  Check the barrier screen for fit and structural integrity.
See Figure 62.

* Inspect the log set (if applicable) and decorative media
(if applicable) for debris or damage.

*  Freshen up the glowing embers if applicable.

*  Replace batteries in the remote transmitter and receiver
if applicable.

* Inspect the venting and vent termination cap for damage,
corrosion, sooting, or obstruction and correct if present.

*  Check all accessible gas-carrying tubes, connections,
pipes and other components for leaks.

* In addition, clean and inspect the fireplace following any
remodeling work in your home.
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IMPORTANT SAFETY INFORMATION

Before enclosing the vent pipe assembly, operate the appliance to ensure it is venting properly.

DO NOT OPERATE THIS APPLIANCE WITHOUT GLASS FRONT PANEL INSTALLED

A WARNING
1.

“Due to high temperatures, the appliance should be
located out of traffic and away from furniture and
draperies.”

“Children and adults should be alerted to the hazards
of high surface temperature and should stay away to
avoid burns or clothing ignition.”

“Young children should be carefully supervised when they
are in the same room as the appliance. Toddlers, young
children, and others may be susceptible to accidental
contact burns. A physical barrier is recommended if there
are at-risk individuals in the house. To restrict access to a
fireplace or stove, install an adjustable safety gate to keep
toddlers, young children, and other at-risk individuals out
of the room and away from hot surfaces.”

For appliances requiring a barrier, as determined under
Clause 5.15.4: “A barrier designed to reduce the risk of
burns from the hot viewing glass is provided with this
appliance and shall be installed for the protection of
children and other at-risk individuals.”

“If the barrier becomes damaged, the barrier shall
be replaced with the manufacturer’s barrier for this
appliance.”

10.

11.

“Clothing or other flammable material should not be
placed on or near the appliance.”

“‘Any safety screen, guard, or barrier removed for
servicing an appliance must be replaced prior to
operating the appliance” (see Clause 4.1.6).

“Installation and repair should be done by a qualified
service person. The appliance should be inspected
before use and atleast annually by a professional service
person. More frequent cleaning might be required due to
excessive lint from carpeting, bedding material, et cetera.
It is imperative that control compartments, burners, and
circulating air passageways of the appliance be kept
clean.”

The instructions for an appliance optionally for use
with glass doors (or equivalent) shall state that, “Only
doors certified with the appliance shall be used.”

The instructions for an appliance not intended for use
with glass doors (or equivalent) shall emphasize that
the appliance is not for use with glass doors.

Where applicable, provide a means by which the
consumer can identify the barrier, (such as graphic
representation, clear description, or reference marking).

A WARNING

CARBON MONOXIDE POISONING HAZARD

Failure to follow the steps outlined below for each appliance
connected to the venting system being placed into operation
could result in carbon monoxide poisoning or death.
The following steps shall be followed for each appliance
connected to the venting system being placed into operation,
while all other appliances connected to the venting system
are not in operation:

1.
2.

Seal any unused openings in the venting system.

Inspect the venting system for proper size and horizontal
pitch, as required in the National Fuel Gas Code ANSI
Z223.1/NFPA 54 or the National Gas and Propane
Installation Code CSA B149.1 and these instructions.
Determine that there is no blockage or restriction,
leakage, corrosion and other deficiencies which could
cause an unsafe condition.

As far as practical, close all building doors and
windows and all doors between the space in which
the appliance(s) connected to the venting system are
located and other spaces of the building.

Close fireplace dampers.

Turn on clothes dryers and any appliance not connected
to the venting system. Turn on any exhaust fans, such
as range hoods and bathroom exhausts, so they are
operating at maximum speed. Do not operate a summer
exhaust fan.

Follow the lighting instructions. Place the appliance
being inspected into operation. Adjust the thermostat
so appliance is operating continuously.

Test for spillage from draft hood equipped appliances
at the draft hood relief opening after 5 minutes of main
burner operation. Use the flame of a match or candle.

If improper venting is observed during any of the
above tests, the venting system must be corrected
in accordance with National Fuel Gas Code, ANSI
Z223.1/NFPA and/or National Gas and Propane
Installation Code, CSA B149.1.

After it has been determined that each appliance
connected to the venting system properly vents when
tested as outlined above, return doors, windows,
exhaust fans, fireplace dampers and any other gas-fired
burning appliance to their previous conditions of use.
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REQUIREMENTS FOR MASSACHUSETTS

For all side wall horizontally vented gas fueled equipment
installed in every dwelling, building or structure used in
whole or in part for residential purposes, including those
owned or operated by the Commonwealth and where the
side wall exhaust vent termination is less than seven feet
above finished grade in the area of the venting, including
but not limited to decks and porches, the following require-
ments shall be satisfied:

1. INSTALLATION OF CARBON MONOXIDE DETEC-
TORS. At the time of installation of the side wall horizon-
tal vented gas fueled equipment, the installing plumb-
er or gasfitter shall observe that a hard wired carbon
monoxide detector with an alarm and battery back-up
is installed on the floor level where the gas equipment
is to be installed. In addition, the installing plumber or
gasfitter shall observe that a battery operated or hard
wired carbon monoxide detector with an alarm is in-
stalled on each additional level of the dwelling, building
or structure served by the side wall horizontal vented
gas fueled equipment. It shall be the responsibility of
the property owner to secure the services of qualified
licensed professionals for the installation of hard wired
carbon monoxide detectors

a. In the event that the side wall horizontally vented
gas fueled equipment is installed in a crawl space
or an attic, the hard wired carbon monoxide detec-
tor with alarm and battery back-up may be installed
on the next adjacent floor level.

b. In the event that the requirements of this subdivi-
sion can not be met at the time of completion of
installation, the owner shall have a period of thirty
days to comply with the above requirements; pro-
vided, however, that during said thirty day period, a
battery operated carbon monoxide detector with an
alarm shall be installed.

2. APPROVED CARBON MONOXIDE DETECTORS.
Each carbon monoxide detector as required in accor-
dance with the above provisions shall comply with NFPA
720 and be ANSI/UL 2034 listed and IAS certified.

3. SIGNAGE. A metal or plastic identification plate shall
be permanently mounted to the exterior of the building
at a minimum height of eight feet above grade directly
in line with the exhaust vent termination for the horizon-
tally vented gas fueled heating appliance or equipment.
The sign shall read, in print size no less than 1/2 inch in
size, “GAS VENT DIRECTLY BELOW. KEEP CLEAR
OF ALL OBSTRUCTIONS”.
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4.

INSPECTION. The state or local gas inspector of the
side wall horizontally vented gas fueled equipment shall
not approve the installation unless, upon inspection,
the inspector observes carbon monoxide detectors and
signage installed in accordance with the provisions of
248 CMR 5.08(2)(a) 1 through 4.

(b) EXEMPTIONS: The following equipment is exempt
from 248 CMR 5.08(2)(a)1 through 4:

1. The equipment listed in Chapter 10 entitled
“Equipment Not Required To Be Vented” in the
most current edition of NFPA 54 as adopted by
the Board; and

2. Product Approved side wall horizontally vent-
ed gas fueled equipment installed in a room or
structure separate from the dwelling, building
or structure used in whole or in part for residen-
tial purposes.

(d) MANUFACTURER REQUIREMENTS - GAS
EQUIPMENT VENTING SYSTEM NOT PROVID-
ED. When the manufacturer of a Product Approved
side wall horizontally vented gas fueled equipment
does not provide the parts for venting the flue gas-
es, but identifies “special venting systems”, the fol-
lowing requirements shall be satisfied by the manu-
facturer:

1. The referenced “special venting system” in-
structions shall be included with the appliance
or equipment installation instructions; and

2. The “special venting systems” shall be Product
Approved by the Board, and the instructions for
that system shall include a parts list and de-
tailed installation instruction.

(e) A copy of all installation instructions for all Product
Approved side wall horizontally vented gas fueled
equipment, all venting instructions, all parts lists for
venting instructions, and/or all venting design in-
structions shall remain with the appliance or equip-
ment at the completion of the installation.
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MASTER PARTS DISTRIBUTOR LIST

To Order Parts Under Warranty, please contact your local Empire dealer. See the dealer locator at www.empirecomfort.
com. To provide warranty service, your dealer will need your name and address, purchase date and serial number, and the
nature of the problem with the unit.

To Order Parts After the Warranty Period, please contact your dealer or one of the Master Parts Distributors listed below.
This list changes from time to time. For the current list, please click on the Master Parts button at www.empirecomfort.com.

Please note: Master Parts Distributors are independent businesses that stock the most commonly ordered Original
Equipment repair parts for Heaters, Grills, and Fireplaces manufactured by Empire Comfort Systems Inc.

Dey Distributing F. W. Webb Company

1401 Willow Lake Boulevard 200 Locust Street

Vadnais Heights, MN 55101 Hartford, CT 06114

Phone: 651-490-9191 Phone: 860-722-2433

Toll Free: 800-397-1339 Toll Free: 800-243-9360
Website: www.deydistributing.com Fax: 860-293-0479

Parts: Heater, Hearth and Grills Toll Free Fax: 800-274-2004

Websites: www.fwwebb.com & www.victormfg.com
Parts: Heater, Hearth and Grills

East Coast Energy Products
10 East Route 36
West Long Branch, NJ 07764

Phone: 732-870-8809

Toll Free: 800-755-8809

Fax: 732-870-8811

Website: www.eastcoastenergy.com
Parts: Heater, Hearth and Grills

HOW TO ORDER REPAIR PARTS

Parts Not Under Warranty

Parts can be ordered through your Service Person, Dealer, or a Master Parts Distributor. See this page for the Master Parts Distribu-
tors list. For best results, the service person or dealer should order parts through the distributor. Parts can be shipped directly to the
service person/dealer.

Warranty Parts

Warranty parts will need a proof of purchase and can be ordered by your Service Person or Dealer. Proof of purchase is required for
warranty parts.

All parts listed in the Parts List have a Part Number. When ordering parts, first obtain the Model Number and Serial Number from the
name plate on your equipment. Then determine the Part Number (not the Index Number) and the Description of each part from the
following illustration and part list. Be sure to give all this information . . .

Appliance Model Number Part Description

Appliance Serial Number Part Number

Type of Gas (Propane or Natural)

Do not order bolts, screws, washers or nuts. They are standard hardware items and can be purchased at any local hardware store.
Shipments contingent upon strikes, fires and all causes beyond our control.
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WARRANTY

Empire Comfort Systems Inc. warranties this hearth product to be free from defects at the time of purchase and for the periods speci-
fied below. Hearth products must be installed by a qualified technician and must be maintained and operated safely, in accordance with
the instructions in the owner’s manual. This warranty applies to the original purchaser only and is not transferable. All warranty repairs
must be accomplished by a qualified gas appliance technician.

Limited Lifetime Parts Warranty — Combustion Chamber, Heat Exchanger, and Factory-Installed Glass
If the combustion chamber, heat exchanger (see parts list) or factory-installed glass fails because of defective workmanship or
material, Empire will repair or replace at Empire’s option.

Limited Three-Year Parts Warranty — All Other Components

(Except Remote Controls, Thermostats, Accessories and Replacement Parts)
Should any part fail because of defective workmanship or material within three years from the date of purchase, Empire will
repair or replace at Empire’s option..

Limited One-Year Parts Warranty — Remote Controls, Thermostats, Lighting System, Accessories, and Parts
Should any remote control, thermostat, lighting system, accessory, or other part fail because of defective workmanship within
one year from the date of purchase, Empire will repair or replace at Empire’s option.

Duties of the Owner
The appliance must be installed by a qualified installer and operated in accordance with the instructions furnished with the
appliance. A bill of sale, canceled check, or payment record should be kept to verify purchase date and establish warranty
period. Ready access to the appliance for service.

What Is Not Covered
Damages that might result from the use, misuse, or improper installation of this appliance.
Travel, diagnostic costs and freight charges on warranted parts to and from the factory.
Claims that do not involve defective workmanship or materials.
Unauthorized service or parts replacements.
Removal and reinstallation cost.
Inoperable due to improper or lack of maintenance.

How To Get Service
To make a claim under this warranty, please have your receipt available and contact your installing dealer. Provide the dealer
with the model number, serial number, type of gas, and purchase verification. The installing dealer is responsible for providing
service and will contact the factory to initiate any warranted parts replacements. Empire will make replacement parts available
at the factory. Shipping expenses are not covered.
If, after contacting your Empire dealer, service received has not been satisfactory, contact: Consumer Relations Department,
Empire Comfort Systems Inc., PO Box 529, Belleville, lllinois 62222, or send an e-mail to info@empirecomfort.com with
“Consumer Relations” in the subject line.

Your Rights Under State Law
This warranty gives you specific legal rights, and you may also have other rights, which vary from state to state.
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U Empire Comfort Systems Inc.
Belleville, IL

|

If you have a general question
about our products, please e-mail
us at info@empirecomfort.com.

If you have a service or repair

SUCEORNNOINERD question, please contact your dealer.
SINCE 1932
www.empirecomfort.com
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